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THE EXCEPTION TO SECTION 1202 (b) ALLOWS
THE REDUCTION OF THE ACCESS OPENING TO
15 PROVIDED THAT THE EQUIPMENT CAN BE
SERVICED, REPAIRED AND REPLACED FROM
THIS OPENING WITHOUT REMOVING ANY
PERMANENT CONSTRUCTION.
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